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FLOORS WALLS H.M. DOORS, MILLWORK FLOORS WALLS H.M. DOORS, MILLWORK
H.M. DOOR WALL KEY H.M. DOOR WALL KEY
ROOM NO. ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST FRAMES CABINETRY | COUNTERS | PROTECTION CEILING NOTES ROOM NO. ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST FRAMES CABINETRY | COUNTERS | PROTECTION CEILING NOTES
A BASEMENT BASEMENT A
RS-1/RS-3/
BB-400A Corridor RS-4/RS-5 INT-1 P-2 P-1 P-3 HPC-1 CG-1 ACT-1 2 BC-443 Reading Room CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 ACT-1 KEY PLAN - BASEMENT %
BB-426 Office CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 ACT-1 BC-444 Office CPT-4 RB-3 P-3 P-3 P-2 P-3 HPC-1 ACT-1 Scale = None
RS-2/RS-3/ TRUE
BB-427 Office CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 — — — ACT-1 — BC-445 Echo Stress RS-4/RS-5 INT-1 P-1 P-2 P-1 P-2 HPC-1 HPDL-2 QSs-2 — ACT-1 2 NORTH
BB-427A Storage CPT-4 RB-3 P-1 P-1 P-1 P-1 HPC-1 ACT-1 BC-446 Hot Lab RS-1 INT-1 P-3 P-3 P-3 P-3 HPC-1 HPDL-2 SST-1 ACT-1
BB-428 Office CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 - - - ACT-1 - BC-446A Rad Waste RS-1 INT-1 P-3 P-3 P-3 P-3 HPC-1 SST-1 SST-1 - ACT-1 -
BB-429 Office CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 ACT-1 BC-446B Collimator RS-1 INT-1 P-3 P-3 P-3 P-3 HPC-1 ACT-1 G ENERAL N OTE S
] RS-2/RS-3/ _
BB-430 Hall CPT-1/CPT-2 RB-1 P-5 P-5 P-7 P-7 HPC-1 CG-1 ACT-1/P-11 BC-447 Echo Stress RS-4/RS-5 INT-1 P-1 P-2 P-1 P-2 HPC-1 HPDL-2 QSs-2 ACT-1 2
A. ETR: Existing Finish to Remain
BB-430A Hall CPT-1/CPT-2 RB-1 P-7 P-7 P-7 HPC-1 CG-1 ACT-1/P-11 BC-448 Thyroid Uptake RS-2/RS-3/RS-4 INT-1 P-3 P-3 P-3 P-2 HPC-1 ACT-1 2
B. Where multiple floor and wall finishes are specified, refer to Partial basement Floor
BB-430B Display CPT-2 RB-1 - P-7 pP-7 P-7 HPC-1 --- --- CG-1 ACT-1 --- BC-449 Holter RS-2/RS-3/RS-4 INT-1 P-3 pP-2 P-3 P-3 HPC-1 --- --- --- ACT-1 2 Finish Plan 1IF-1 and Wall Finish Plan 11F-2 for extents.
RS-1/RS-2/
BB-431 Office CPT-3 RB-1 P-7 P-7 P-5 P-5 HPC-1 — — — ACT-1 — BC-450 Hall RS-3/RS-4/RS-5 INT-1 P-1 P-1 P-2 — HPC-1 — — CG-1/HR-1 ACT-1/P-11 2
P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/
BB-432 Office CPT-3 RB-1 P-6 P-5 P-5 P-6 HPC-1 — — — ACT-1 — BC-451 Staff PCT-2 — PCT-4 PCT-4 PCT-4 PCT-4 HPC-1 — — — ACT-1 4
RS-2/RS-3/
BB-433 Office CPT-3 RB-1 P-7 P-5 P-5 P-7 HPC-1 ACT-1 BC-452 Nuc Med RS-4/RS-5 INT-1 P-2 P-4 P-9 P-4 HPC-1 ACT-1 2 KEY N OTES
RS-2/RS-3/
B BB-434 Storage CPT-2 RB-1 P-5 P-5 P-5 P-5 HPC-1 ACT-1 BC-453 Nuc Med CT RS-4/RS-5 INT-1 P-2 P-4 P-9 P-4 HPC-1 ACT-1 2 o _ B
g 1. Lockers to be HPDL-1. S ficat tion 01 23 00 for deduct alternat
P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ . dOC e‘_rs_ O pbe -1. €e specitication section Or aeduct alternate
BB-435 Men PCT-1 - PCT-3 PCT-3 PCT-3 PCT-3 HPC-1 - - — ACT-1 4,12 BC-454 Control CPT-4 RB-3 P-3 P-3 P-3 P-3 HPC-1 - QS-2 — ACT-1 - escription.
P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ RS-1/RS-2/ 5 Intearal B INT) to foll " q
BB-436 Woman PCT-1 PCT-3 PCT-3 PCT-3 PCT-3 HPC-1 ACT-1 4 BC-460 Hall RS-3/RS-4/RS-5 INT-1 P-1 P-2 HPC-1 CG-1/HR-1 ACT-1/P-11 2 ntegral Base (INT) to follow pattern on floor.
BB-437 Lockers RT-1 RB-2 P-5 P-5 P-5 P-5 HPC-1 HPDL-1 ACT-1 1 BC-460A Alcove RS-1 INT-1 P-2 P-2 P-2 HPC-1 ACT-1 3. zuCrfTaﬁ et)o t;\leolr;vsgﬁl's:szrlgvsgslnt;r::ﬁége:rt]fh::g;w;r;sdesk countertop (vertical
BB-438 Lounge LVP-1 RB-2 P-6 P-6 P-6 P-6 HPC-1 HPDL-1 QSs-3 - ACT-1 8 BC-461 Inject RS-2/RS-3/RS-4 INT-1 P-1 P-1 P-2 P-1 HPC-1 - - - ACT-1 2 o S _
P-1/PCT2/ P-1/PCT-2/ P-1/PCT2/ P-1/PCT-2/ 4. PCT floor tile size to be 11 5/8" x 23 7/8". Install in direction indicated on Partial
BB-440 Hall CPT-1/CPT-2 RB-1 P-5 P-5 P-6 - HPC-1 - - CG-1 ACT-1/P-11 - BC-462 Toilet PCT-2 - PCT-4 PCT-4 PCT-4 PCT-4 HPC-1 - - - ACT-1 4 BﬁmﬁmntHOQFHPEthn14F1-SeeEmewnsonMawﬂaﬂiwendandNowS
RS-1/RS-2/ 1-1F4 for wall tile sizes and pattern.
] BB-441 Office CPT-3 RB-1 P-6 P-5 P-5 P-6 HPC-1 ACT-1 BC-463 Patient Holding RS-3/RS-4 INT-1 P-1 P-1 HPC-1 CG-1 ACT-1/P-11 2 _ o _ 3 o
RS-1/RS-2/ 5. PCT-4 to be installed from finish floor to underside of ceiling on walls indicated.
BB-442 Office CPT-3 RB-1 P-5 pP-7 p-7 P-5 HPC-1 — — — ACT-1 — BC-464 Patient Holding RS-3/RS-4 INT-1 P-1 — — P-1 HPC-1 — — CG-1 ACT-1/P-11 2 Where indicated ABV countertop, install from top of countertop to underside of
ceiling. No wall base to be installed on walls where PCT-4 is installed. See Typical
BB-443 Office CPT-3 RB-1 P-7 P-5 P-5 P-7 HPC-1 — — — ACT-1 -- BC-465 Inject RS-2/RS-3/RS-4 INT-1 P-1 P-1 P-2 P-1 HPC-1 — — — ACT-1 2 PCT-4 elevation on Material Legend and Notes 1IF-4 for PCT-4 detail.
BB-444 Office CPT-3 RB-1 P-5 P-6 P-6 P-5 HPC-1 — — — ACT-1 — BC-466 Soiled RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 HPDL-2 Qs-2 — ACT-1 — 6. Where wall above crash rail is painted a different color than wall below crash rail,
walls to match existing. Patch in crash rail with crash rail salvaged from demolition.
BB-445 Office CPT-3 RB-1 P-5 P-5 P-7 P-7 HPC-1 - - - ACT-1 — BC-467 Reading CPT-4 RB-3 P-3 P-2 P-3 P-2 HPC-1 — - — ACT-1 — Mount at same height as existing crash rail.
RS-2/RS-3/ - . . e
BB-450 Hall CPT-1/CPT-2 RB-1 P-5 P-5/P-6 P-8 HPC-1 CG-1 ACT-1/P-11 BC-468 Nuc Med CT RS-4/RS-5 INT-1 P-2 P-4 P-9 P-4 HPC-1 ACT-1 2 7 Where_tflmshes Taf}t/e_ been dlstur?etd bty fonstructlon, patch to match existing finishes
SO Nno Items are left In an iIncomplete state.
BB-451 Office CPT-3 RB-1 P-6 P-6 P-5 P-5 HPC-1 ACT-1 BC-470 Waiting LVP-1 RB-3 P-9/PCT-4 P-9/PCT-4 P-9/PCT-4 P-9/PCT-4 HPC-1 HPDL-1 QS-3 CG-1 ACT-3/P-11 3,5,8,12 6 LVP-A oank { st Wost
C . =1 plank 10 run £as est. C
BB-452 Office CPT-3 RB-1 P-7 P-5 P-5 P-7 HPC-1 ACT-1 BC-470A Hall LVP-1 RB-3 P-9 P-9 P-9/PCT-4 P-9/PCT-4 HPC-1 CG-1/HR-1 ACT-3/P-11 5,8
RS-1/RS-3/ 9. Finishes to match adjacent Main Street finishes in material, color, installation heights
- i CPT-3 RB-1 P-5 P-5 P-6 P-6 HPC-1 ACT-1 BC-470B RS-4/RS-5 INT-1 P-1 P-3 P-1 P-4 HPC-1 CG-1/HR-1 ACT-1/P-11 2 and installation methods. Verify with designer if any discrepancies exist between
BB-453 Office Hall
materials specified in these documents and existing conditions. Areas to be patched
BB-454 Office CPT-3 RB-1 p-7 P-7 P-5 P-5 HPC-1 - -—- --- ACT-1 --- BC-471 Work CPT-4 RB-3 P-9 P-9 P-9 P-9 HPC-1 - - — ACT-1 — shall appear identical and seamless with existing adjacent conditions.
BB-455 Copy CPT-3 RB-1 P-5 P-5 P-5 P-5 HPC-1 HPDL-1 QSs-3 - ACT-1 - BC-471A Reception CPT-4 RB-3 P-9 P-9 P-9 P-9/PCT-4 HPC-1 - - - ACT-3/P-11 5,12 10. Not Used.
P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/
BB-456 Office CPT-3 RB-1 P-5 P-5 P-7 P-7 HPC-1 ACT-1 BC-472 Toilet PCT-2 PCT-4 PCT-4 PCT-4 PCT-4 HPC-1 ACT-1 4 1. Pr:ovide ALFEJM fTaBture strip anl recgmmﬁn;lled f1>y| I;nfmufacturer and in locations
shown on Partial Basement Floor Finish Plan 1-1F1.
BB-457 Office CPT-3 RB-1 P-5 P-6 P-6 P-5 HPC-1 — — - ACT-1 — BC-473 Interview CPT-4 RB-3 P-2 P-3 P-2 P-3 HPC-1 — — — ACT-1 —
12. All outside corners of wall tile to be finished with MTS-3.
— ] BB-458 Office CPT-3 RB-1 P-7 P-7 P-5 P-5 HPC-1 - - - ACT-1 - BC-474 Nuc Med RS-2/RS-3/RS-4 INT-1 P-4 P-2 P-4 P-9 HPC-1 - - - ACT-1 2 13 Ses ARCH ol f - —
. See elevations for wall finish extents.
BB-459 Office CPT-3 RB-1 P-6 P-5 P-5 P-6 HPC-1 - - - ACT-1 - BC-475 Nuc Med RS-2/RS-3/RS-4 INT-1 P-4 P-2 P-4 P-9 HPC-1 - - - ACT-1 2 s
14. Existing quartz base on South wall to remain.
BB-460 Hall CPT-1/CPT-2 RB-1 P-5 P-8 — P-6 HPC-1 — — CG-1 ACT-1/P-11 - BC-479 Electrical RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 — — — ACT-1 —
BB-461 Office CPT-3 RB-1 P-5 P-5 P-7 P-7 HPC-1 ACT-1 BC-500 Corridor RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 CG-1/HR-1 ACT-1
BB-462 Office CPT-3 RB-1 P-5 P-7 P-7 P-5 HPC-1 - - - ACT-1 - BC-540 Collimator Storage RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 - - - ETR -
P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/
BB-463 Toilet PCT-1 - PCT-3 PCT-3 PCT-3 PCT-3 HPC-1 - - - ACT-1 4 NO1 Corridor ETR ETR/RB-4x ETR P-14x ETR ETR HPC-1 - - - ETR 6,7
P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/ P-5/PCT-1/
: BB-464 Toilet PCT-1 — PCT-3 PCT-3 PCT-3 PCT-3 HPC-1 — — — ACT-1 4,12 N14 — ETR ETR/RB-4x ETR P-14x P-14x ETR HPC-1 — — — ETR 6,7 .
) )|
BB-465 Office CPT-3 RB-1 P-7 P-5 P-5 P-7 HPC-1 — — — ACT-1 —
BB-466 Office CPT-3 RB-1 P-5 P-5 P-6 P-6 HPC-1 - - - ACT-1 -
BB-467 Office CPT-3 RB-1 P-7 P-5 P-5 P-7 HPC-1 - - - ACT-1 -
BB-468 Office CPT-3 RB-1 P-6 P-5 P-5 P-6 HPC-1 — — — ACT-1 —
ROOM FINISH SCHEDULE - PHASE 1 (TEMPORARY FINISHES)
BB-470 Hall CPT-1/CPT-2 RB-1 P-6/P-8 P-5 P-6/P-7 P-5 HPC-1 CG-1 ACT-1/P-11 M. TRIM
FLOORS WALLS H.M. DOORS, MILLWORK
BB-471 Clos RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 - - - ACT-1 — H.M. DOOR WALL KEY
ROOM NO. ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST FRAMES CABINETRY | COUNTERS | PROTECTION CEILING NOTES
] BB-472 Comm ETR ETR ETR ETR ETR ETR HPC-1 - - - - 7 —
BASEMENT
BB-473 Electrical ETR ETR ETR ETR ETR ETR HPC-1 — — — ETR 7
NO6 Echo Stress RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 - - - ACT-1 -
BB-473A Chase HPC-1
N14 Office CPT-4 RB-3 P-1 P-1 P-1 P-1 HPC-1 - - - ACT-1 -
BB-481 Office CPT-4 RB-3 P-3 P-2 P-3 P-2 HPC-1 ACT-1
N16 Echo Stress RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 — — — ACT-1 —
BB-482 Office CPT-4 RB-3 P-3 P-2 P-3 P-2 HPC-1 ACT-1
BB-483 Office CPT-4 RB-3 P-3 P-2 P-3 P-2 HPC-1 ACT-1
ETR/PT-10/ ETR/PT-10/
g BB-502 Corridor ETR/PCT-5 ETR/QS-1 ETR ETR weC-2 weC-2 HPC-1 — — — ETR 7,9,13 F
BB-530 Corridor ETR ETR/QS-1 ETR ETR ETR/PT-10 ETR HPC-1 HR-1 ETR 7,9 ROOM FIN ISH SCH EDU LE - PHASE 2 (TEMPO RARY FIN ISHES)
H.M. TRIM,
BC-313 Pat. Vest. TER-2 QS-1/ETR WC-1 WC-1 WC-1 HPC-1 ETR 11, 13, 14 FLOORS WALLS H.M. DOORS, MILLWORK
H.M. DOOR WALL KEY
BC-314 Robot Vest. TER-2 ETR —_ WC-1 WC-1 WC-1 HPC-1 —_ —_ —_ ETR 11,13 ROOM NO. ROOM NAME FLOOR BASE NORTH EAST SOUTH WEST FRAMES CABINETRY | COUNTERS | PROTECTION CEILING NOTES
BC-400 Hall ETR ETR/QS-1 ETR ETR ETR ETR HPC-1 - — — ETR 7,9 BASEMENT
RS-1/RS-3/
BC-400A Corridor RS-4/RS-5 INT-1 P-1 P-2 P-1 P-3 HPC-1 - - CG-1 ACT-1 2 NO2A Storage RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 - - - ACT-1 -
RS-1/RS-2/
BC-400B Corridor RS-3/RS-4/RS-5 INT-1 P-3 P-3 P-1 HPC-1 CG-1 ACT-1 2 NO3A Storage RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 ACT-1
— RS-1/RS-2/ —
BC-400C Corridor RS-3/RS-4/RS-5 INT-1 P-3 — P-3 P-1 HPC-1 — — CG-1 ACT-1 2 NO6 Office CPT-4 RB-3 P-1 P-1 P-1 P-1 HPC-1 - - - ACT-1 -
P-10/QS-2/WC-1] P-10/WC-1/ P-10/WC-1/ P-10/WC-1/ ACT-1/
BC-402 Main Street TER-1/TER-2 QS-1 WC-2/ WD-1 WC-2 WC-2 WC-2 HPC-1 CG-2/HR-1 ACT-2/P-12 9,11,13
BC-425 Clean Storage RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 ACT-1
RS-1/RS-2/
BC-430 Hall RS-3/RS-4/RS-5 INT-1 P-2 P-1 P-1 HPC-1 CG-1/HR-1 ACT-1 2
BC-431 Soiled RS-1 INT-1 P-1 P-1 P-1 P-1 HPC-1 HPDL-2 QS-2 — ACT-1 —
BC-432 Storage LVP-1 RB-2 P-1 P-1 P-1 P-1 HPC-1 ACT-1 8
RS-2/RS-3/
F BC-433 Echo RS-4/RS-5 INT-1 P-9 P-4 P-2 P-4 HPC-1 - - - ACT-1 2 F
BC-434 EKG RS-2/RS-3/RS-4 INT-1 P-2 P-1 P-1 P-1 HPC-1 - - - ACT-1 2
RS-2/RS-3/
BC-435 Echo RS-4/RS-5 INT-1 P-9 P-4 P-2 P-4 HPC-1 — — — ACT-1 2
BC-436 EKG RS-2/RS-3/RS-4 INT-1 P-2 P-1 P-1 P-1 HPC-1 — — — ACT-1 2
RS-2/RS-3/
BC-437 Echo RS-4/RS-5 INT-1 P-9 P-4 P-2 P-4 HPC-1 - - - ACT-1 2
RS-1/RS-3/
BC-440 Hall RS-4/RS-5 INT-1 P-1 P-4 P-1 P-3 HPC-1 - - CG-1/HR-1 ACT-1 2
BC-440A Alcove RS-1 INT-1 P-1 P-1 P-1 — HPC-1 — — — ACT-1 —
— P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/ P-1/PCT-2/ [
BC-441 Staff PCT-2 — PCT-4 PCT-4 PCT-4 PCT-4 HPC-1 — — — ACT-1 4
BC-442 Cardiology Tech LVP-1 RB-2 P-2 P-2 P-2 P-2 HPC-1 HPDL-2 Qs-2 - ACT-1 8
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